
 
Axioma Metering UAB 

 
 
 

ULTRASONIC THERMAL ENERGY METER  
QALCOSONIC E2 

 
 
 
                  

 
                   
                   

 
        

TECHNICAL DESCRIPTION, INSTALLATION AND USER INSTRUCTIONS 
 

PEE2V04 
 
 
 
 
 
 
 
 
 

KAUNAS 
 





PEE2V04              2019-02-12 3 

Contents 
1. APPLICATION FIELD ............................................................................................................................................ 4 
2. TECHNICAL DATA ................................................................................................................................................ 6 
3. ACCESSORIES AND SUB-ASSEMBLIES OF HEAT METER ........................................................................... 13 
4. OPERATING PRINCIPLE .................................................................................................................................... 14 
5. MARKING AND SEALING ................................................................................................................................... 14 
6. SAFETY REQUIREMENTS ................................................................................................................................. 15 
7. INSTALLATION ................................................................................................................................................... 15 
8. OPERATION ........................................................................................................................................................ 23 
9. VERIFICATION .................................................................................................................................................... 33 
10. TRANSPORTATION AND STORAGE REQUIREMENTS ............................................................................... 33 

Annex A ................................................................................................................................................................... 34 
Annex B ................................................................................................................................................................... 37 
Annex C ................................................................................................................................................................... 41 
Annex D ................................................................................................................................................................... 43 
Annex E .................................................................................................................................................................... 46 
Annex F .................................................................................................................................................................... 53 
WARRANTY ............................................................................................................................................................. 55 
INDIVIDUAL  TECHNICAL DATA ........................................................................................................................... 55       

 
            

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 

For EU Customers only - WEEE Marking. 
 

Marking of electrical and electronic equipment in accordance with Article 14 (2) of  Directive 
2012/19/EC 

  
This symbol on the product indicates that it will not be treated as household waste. It must be handed 
over to the applicable take-back scheme for the recycling of electrical and electronic equipment. For 
more detailed information about the recycling of this product, please contact your local municipal office. 
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Annex B 
 

Electrical wiring diagrams 
 

 
 

Fig. B3. Wiring diagrams for connecting of the meter to the line voltage 230 V  
and for connecting of the regulating valve. 

Valve power supply and meter supply is 230 V 

 
 

Fig. B4. Direct connection of the meter to the computer interface RS-232 
 

 
 

Fig. B5. Direct connection of the meter to the modem or printer via interface RS-232  
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Annex D  
 
 

 
 

Fig.D1. Mounting dimensions of calculator 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 










































































































































